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wM-BUS Concentrator

Used symbols
Danger – Information regarding user safety or potential damage to the router.

Attention – Problems that may arise in specific situations.

Information or notice – Useful tips or information of special interest.

Example – example of function, command or script.

Advantech Czech s.r.o., Sokolska 71, 562 04 Usti nad Orlici, Czech Republic

Document No. APP-0070-EN, revised on June 17, 2020. Released in the Czech Republic.
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wM-BUS Concentrator

1. Description of user module

User module wM-BUS Concentrator is not contained in the standard router firmware.
Uploading of this user module is described in the Configuration manual (see [1]). The
user module is not v3 router platform compatible.

This module allows the router to receive messages from wireless M-BUS meters and then
saves contents of these messages to XML file. WM-BUS Concentrator processes only mes-
sages received from the meters which are included in the list (adding meter to the list is de-
scribed in the following chapter). The XML file is generated for each meter once per day. Other
messages from the same meter on the same day are ignored. Generated files are saved to
a temporary folder and then user module moves these XML files to the FTP server. Files are
stored in temporary folder until they are successfully transferred to the FTP server.

For configuration wM-BUS Concentrator user module is available web interface, which is
invoked by pressing the module name on the User modules page of the router web interface.
The left part of the web interface (ie. menu) contains only the Return item, which switches this
web interface to the interface of the router.

Figure 1: Web interface
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wM-BUS Concentrator

2. Configuration

The actual configuration of the wM-BUS Concentrator user module is performed via the
form on the right of the web interface. The first item in the configuration form – Enable wM-BUS
concentrator – is used to activate this user module. Other items have the following meanings:

Item Description

FTP Server IP Address IP address of the FTP server where XML files will be sent

Folder Destination folder (not have to fill if the destination directory
is root)

Username Username for logging into the FTP server

Password Password for logging into the FTP server

Store period Period of sending XML files to the FTP server (in minutes)

Table 1: Description of items in the configuration form

Figure 2: Configuration form
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wM-BUS Concentrator

2.1 Adding a measuring device wM-BUS

It is possible to add the wM-BUS meter to the list by clicking Add Meter item at the bottom
of configuration form. There are the following three ways that can be used to added measuring
device to the list:

Figure 3: Add Meter

2.1.1 Available Meters

Use this item to add a meter by selecting from the list of "overheard meters". Overheard
meters are meters within range which have already sent a message with data.

Figure 4: Available Meters

2.1.2 Import Meters

Import Meters item allows user to add wM-BUS meter by importing from a CSV file. Use
Browse button to select the file from which measuring devices will be imported. Then confirm
it by pressing Import Meters button.

Figure 5: Import Meters

2.1.3 Meter Address

The last option to add meter to the list is manual typing its address (ID). This is an eight-
digit number which is entered to the Meter Address box.
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3. Related Documents

[1] Advantech Czech: v2 Routers Configuration Manual (MAN-0021-EN)

Product related documents can be obtained on Engineering Portal at www.ep.advantech-
bb.cz address.

4

19
-0

1-
21

LUCOM GmbH    —   Flößaustr. 22a   —   90763 Fürth   —   Tel.:  +49 911/ 957 606 00   —   E-Mail: info@lucom.de   —   www.lucom.de

w
w

w.
lu

co
m

.d
e

https://www.ep.advantech-bb.cz/
https://www.ep.advantech-bb.cz/
www.lucom.de

	Description of user module
	Configuration
	Adding a measuring device wM-BUS
	Available Meters
	Import Meters
	Meter Address


	Related Documents

